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9. Electrical wiring diagram
A complete electrical wiring diagram is shown in figure 15.

Figure 14  - Electrical diagram of the QSE
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No. Connection type

A1 Alarm output 230 V (optional)

C2 Modbus

C3 0 - 10 V (optional)

C6 ON/OFF thermostat (optional)

K1 Relay low

K2 Relay high

K6 Reset relay (optional)

M10 Modulated system fan (EC)

P1 Power supply (230 V)

T1 Temperature sensor (heat exchanger)

T4 Temperature sensor (delta-T)

Figure 15  - Electrical wiring diagram QSE
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